CUSTOM COOLER, INC

CUSTOM COOLER —— || - - - -
INSULATED WALL \ __________

PANEL

L2x2x 16 GA
CONT. BASE ANGLE

TRIM W/ #8 x 3/4"
SCREWS @ 12" 0.C.
(MAX) TYPICAL

EXISTING SLAB\

Aq

PLACE CONT. BEAD OF J \—HILTI KWIK BOLT TZ

SEALANT ON WARM SIDE 3/8" DIA 2" EMB (MIN)
@ 23" 0.C. (MAX)
ESR 1917

NOTE: LARR 25701 OR EQUAL

BOTTOM LEG OF BASE ANGLE MAY BE
TURNED INWARD OR OUTWARD
DEPENDING ON JOBSITE CONDITIONS.

CUSTOM COOLER INSULATED WALL PANEL
CONNECTION TO SLAB




